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WASTE PIPING
 
 1. Schedule 40 ABS or PVC 
 2. No gluing ABS to PVC (black and white) 
 3.  Minimum fall ¼” per foot (temporary sets only) 
 4. Minimum strapping or blocking every 4’ 
 5. Connection to sewer with approved rubber adaptor (temporary 

set   only) 
 6.  No “short turns” on horizontal to horizontal and vertical to 

horizontal direction changes. 
 7.  No tees allowed on their “backs”. 
 8. Clean-out at each branch over 5’ in length in addition to clean-

out at upper terminal. 
 9. Water or air test on all “extra/field supplied” piping. 
10. Permanent sets on basements need underground inspection and    

basement rough inspection. 
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